The effectiveness of solar adsorption system for space conditioning would be enhanced through radiant ceiling cooling, since a higher chilled water temperature can be supplied. In such provision, desiccant dehumidification should be involved in order to cater for the latent cooling load. A solar hybrid adsorption refrigeration system is therefore formulated. In this study, the effect of radiative load ratio R of active chilled beams (ACB) and passive chilled beams (PCB) for the solar hybrid adsorption refrigeration system was investigated. Through the year-round dynamic simulation, it was found that the performances, like solar fraction and primary energy consumption, of the system with ACB or PCB would be improved along with the decrease of R from 0.3 to 0.1. At the same R, the system with PCB would have better performances than that with ACB. With suitable design and control, the solar hybrid adsorption refrigeration system with PCB at low R would be more technically feasible for office use in the subtropical climate.
Introduction
To promote the low energy buildings in the hot and humid places, strategic use of renewable energy in air-conditioning would certainly contribute to sustainable design. Solar airconditioning is getting popular in the European countries [1, 2] . Through the approach of high temperature cooling, the energy performance of chiller can be enhanced by using higher chilled water supply temperature for radiant cooling. As the latent cooling load cannot be effectively handled in such provision, a separate desiccant dehumidification is necessary [3, 4] . In fact, it would be effective to hybridize the adsorption refrigeration, radiant cooling and desiccant dehumidification, driven by solar energy for building space conditioning. In the previous study [5] , this solar hybrid adsorption refrigeration system would have much less annual primary energy consumption than the conventional vapour compression airconditioning system for office application. In this study, it is to investigate more deeply about the effect of chilled beams on the performances of the solar hybrid adsorption refrigeration system in the subtropical city.
The common chilled beams include the active chilled beams (ACB) and passive chilled beams (PCB), which are mounted at the ceiling level but not for structural purpose. ACB have finned coils, in which chilled water flows inside. ACB make use of forced convection for cooling through induction, so they are connected with a supply air stream that is mechanically driven. PCB also have finned coils inside, but they rely on natural convection rather than forced convection. Therefore, their performances would be affected by the radiative load ratio, which is the proportion of radiative to total (i.e. radiative and convective) cooling capacity of the chilled beams. In this study, the effect of the radiative load ratio R on the year-round performances of the solar hybrid adsorption refrigeration system was evaluated for the office application. Two types of offices were involved, a typical office and a high-tech office, where the latter is featured with a much higher internal heat gains due to different electrical facilities of information technology and office automation. Fig. 1 illustrates the design of solar hybrid adsorption refrigeration system with ACB serving an office. Solar energy is collected to supply to the adsorption refrigeration and the desiccant dehumidification through regenerative water and desiccant water respectively. Auxiliary heaters are involved whenever the required driving temperatures are not sufficient. The adsorption chiller provides chilled water to the chilled beams for sensible cooling, it also furnishes the chilled water to the supply air coil for supporting the desiccant dehumidification. The chilled beam valve and the supply air valve are used to control the required chilled water flow rate to the respective equipment. For the system with ACB, supply air fan is needed for induction of indoor air. However for PCB, no supply and return air fans, and the associated air ducts are required. 
Methodology
In this study, year-round dynamic simulation was applied for the solar hybrid adsorption refrigeration system. Generally the entire system model was built on the component-based simulation platform TRNSYS [6] , and the validated component models of adsorption chiller [7] and desiccant wheel [8] were used. The models of ACB and PCB were developed from the empirical information of the manufacturers [9, 10] . The other system components, including the office building zone, solar collector, storage tank, auxiliary heaters, rotary heat exchanger, water coils, cooling tower, pumps, fans and valves were based on those of TRNSYS and the component library TESS [11] . Different radiative load ratios were adjusted at the TRNSYS multizone building model. The indoor design conditions were set at 25.5°C and 60%RH. between 08:00 to 18:00. The fresh air amount was based on 10 litres/s per occupant. The subtropical city Hong Kong (22.32°N and 114.17°E) was used, and the year-round dynamic simulation was carried out with the typical meteorological year for Hong Kong [12] . The major simulation parameters of the solar hybrid adsorption refrigeration system are summarized in Table 1 . 
Rotary heat exchanger
Temperature effectiveness of rotary heat exchanger 0.8
Rotary heat exchanger power consumption (kW) 0.1
Desiccant wheel
Mass per unit length of matrix material in desiccant wheel (kg⋅m Number of discretization segments along the air channel length 20
Number of time steps for one revolution of the desiccant wheel 360
Desiccant wheel power consumption (kW) 0.1 
Adsorption Chiller Typical High-tech

Results and discussion
Performance indicators
A number of performance indicators were used in this study, including solar fraction SF, coefficient of performance COP and primary energy consumption PE, as determined below.
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where Q sol is the solar thermal gain, Q aux1 and Q aux2 are the heat output from Auxiliary Heaters 1 and 2 respectively. 
where Q e is the refrigeration effect of absorption chiller and Q g is the heat input to generator of absorption chiller.
where PE p is the primary energy consumption of pumps, PE f is the primary energy consumption of fans, cooling tower, desiccant wheel and rotary heat exchanger, PE aux is the primary energy consumption of auxiliary heaters.
In addition, the annually averaged room conditions, including zone temperature T z and zone humidity RH z , were also examined. Table 2 summarizes the annually averaged performances of the solar hybrid adsorption refrigeration system with different types of chilled beams for typical and high-tech offices.
Solar fraction and coefficient of performance
Generally the system could maintain satisfactory indoor conditions for both types of offices.
The results of the typical office shows that the annually averaged SF of the system with PCB would become better, increased by 10.9% along with R decreased from 0.3 to 0.1, while that with ACB could be increased by 3.9%. Similarly for the high-tech office, the annually averaged SF of the system with PCB was raised by 15.6% for R from 0.3 to 0.1, and that with ACB by 6.4%. SF decreased with an increase of R, it was because the radiative load had less effect in reducing the zone air temperature. Hence, with a higher radiative load ratio, the zone air temperature would drop slower, meaning that the running hour of the chiller would increase. As such, the regenerative heat required was larger and resulted in a lower SF. For COP, although it was slightly increased with the rise of R, the change was minimal for both types of offices. At the same R, PCB had higher COP than ACB. The main reason was due to a higher chilled water supply temperature would be offered by the PCB, and the regenerative heat demand could be reduced. Fig. 2 illustrates the annual profiles of SF of the solar hybrid adsorption refrigeration system using ACB and PCB for both typical and high-tech offices at various R. The changing patterns were similar, with high SF from November to February and low SF from May to September. The former period was typical short autumn and winter in subtropical climate, while the latter was typical long summer. As compared between Fig. 2(a) and 2(b) , the SF profiles of the typical office were generally higher than those of the high-tech offices, since the cooling demand of the typical office was lower and the involvement of auxiliary heaters would be less. 3 presents the annual profiles of COP of the adsorption chiller for ACB and PCB for typical and high-tech offices at various R. Generally the COP was higher in the winter months, while lower in the summer months. However the variation range of COP was narrow and maintained within about 10% even for different scenarios, since the chiller was supported by auxiliary heating. As compared between the chiller for the typical office and that for the high-tech office, although the latter COP was higher in the winter months, it was lower in the summer months. As a whole, the adsorption chiller for the high-tech office had lower annually averaged COP already shown in Table 2 . Table 3 summarizes the annual primary energy consumption of the solar hybrid adsorption refrigeration system with ACB and PCB for both typical and high-tech offices. The results of the typical office shows that the PE of the system with PCB would become less, reduced by 25.5% along with the decrease of R from 0.3 to 0.1, while that with ACB could be reduced by 8.0% only. Similarly for the high-tech office, the PE of the system with PCB was trimmed by 25.6% for R from 0.3 to 0.1, and that with ACB by 9.6%. These changing patterns were directly related to those of SF, since higher SF of the solar hybrid adsorption refrigeration system indicated less demand of auxiliary heating, thus leading to lower PE. At the same R, PCB could have less PE than ACB, up to 36.4% and 31.0% for typical office and high-tech office respectively. This was because the SF of the system with PCB was better than that with ACB, as discussed in Section 3.2, and the PE aux of the system with PCB was less. In addition, the system with PCB did not have the additional supply and return air fans, so the PE f of PCB was only about half of that of ACB. Fig. 4 presents the annual profiles of PE of the system with ACB and PCB for the two types of offices. Obviously the PE variation followed the seasonal change, and the system serving the high-tech office would demand higher PE. For the same type of chilled beams, higher R would require higher PE. 
Primary energy consumption
Conclusion
Through the year-round study of the solar hybrid adsorption refrigeration system using the two types of chilled beams, the effect of R on the system performances was investigated, particularly the SF and the PE. It was found that the system with either ACB or PCB could have higher SF and lower PE when R was decreased from 0.3 to 0.1. Although both ACB and PCB could provide satisfactory indoor conditions for the typical and high-tech offices, the PCB had better annually averaged SF and total PE at the same R. As the conventional R of ACB is 0.1 or less, and that of PCB is between 0.1 and 0.2, suitable equipment selection and control provision of the solar hybrid adsorption refrigeration system would be technically feasible for office use in the hot and humid city. Through appropriate system design and year-round evaluation of solar air-conditioning, this would certainly help to determine a solution for reduction of carbon footprint of buildings in the subtropical climate.
